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TEST REPORT

CLIENT : MATERIALISED PTY LTD TEST NUMBER : 7-571454-BN
19 HEATH ROAD ISSUE DATE : 11/03/2010
BLAKEHURST NSW 2221 PRINT DATE : 11/03/2010

ORDER NUMBER : 17447

SAMPLE DESCRIPTION Clients Ref: "Base Cloth"

THESE

Diamond weave fabric
Colour: Natural
End Use: Bedspreads

RESULTS MUST BE CONSIDERED IN CONJUNCTION

WITH THE COMMENTS ON THE FOLLOWING PAGE(S)

Material Specification provided by client:
Nominal composition: 100% Polyester
Nominal mass: 282g/m2

AS/NZS
1553053 == #1990

RESULTS:

REGULATORY INDICES:

179722 i

Simultaneous determination of Ignitability, Flame
Propagation, Heat Release and Smoke Release

Face tested: Face

‘Date tested: 11/03/2010 -
Mean : Standard Error
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Ignition time 10.82 min 0.15
Flame propagation time Nil s Nil
Heat release integral 49.9 kJ/m2 4129
Smoke release, log d -0.8062 0.0117
Optical density, 4 0.1565 /m
Number of specimens ignited: 6
Number of specimens tested: 6
Ignitability Index 9 Range 0-20
Spread of Flame Index 0 Range 0-10
Heat Evolved Index #: Range 0-10
Smoke Developed Index 5 Range 0-10
(CONTINUED NEXT PAGE) PAGE 1
A This Laboratory is accredited by the National Association of Testing Authorities, Australia, for:
NATA - Chemical Testing of Textiles & Related Products . Accreditation No. 983
- Mechanical Testing of Textiles & Related Products : AccreditationNo. 985
-Heat & Temperature Measurement : Accreditation No. 1356

This document is issued in accordance with NATA's accreditation requirements. Samples, and their
identifying descriptions have been provided by the client unless otherwise stated. AWTA Ltd makes no
warranty, implied or otherwise, as to the source of the tested samples. The above test results relate only ta the
sample or samples tested. This document shall not be reproduced except in full and shall be rendered void if
amended or altered. This document, the names AWTA Producl.)‘esﬂng and AWTA Ltd may be used in
adverlising providing the content and format of the adverfisement'have been approved in advance by the
Managing Director of AWTA Ltd.
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Comments:
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These results only apply to the specimen mounted, as described in this report.

The results of this fire test may be used to directly assess fire hazard,
but it should be recognized that a single test method will not provide a full
assessment of fire haza’rd under all fire conditions.

Each test specimen had an unattached backing of 4.5mm thick
fibre reinforced cement board.

To allow free movement of sample during testing all corners were folded away

from the clamps.

The specimens melted and flowed away from the area of maximum heat

during the test.

Due to this phenomena, it should be recognised

that this test result may not be a true indication of the product’s
fire hazard properties. :
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( END OF REPORT )
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This Laboratory is accredited by the National Association of Testing Authorities, Australia, for:
NATA Chemical Testing of Textiles & Related Producls ¢ AccreditationNo. 983

-Mechanical Testing of Textiles & Related Products = Accreditation No, 985

-Heat & Temperature Measurement 3 Accreditation No. 1356

This document is issued in accordance with NATA's accreditation requirements. Samples, and their
identifying descriptions have been provided by the client unless otherwise stated. AWTA Lid makes no
warranty, implied or otherwise, as to the source of the tested samples. The above test resulls relate only to the
sample or samples tested. This document shall not be reproduced except in full and shall be rendered veid if
amended or allered. This document, the names AWTA Product Testing and AWTA Ltd may be used in
advertising providing the content and format of the advertiserment h: been approved in advance by the
Managing Director of AWTA Lid. b,
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